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1.0 INTRODUCTION 

TRC Environmental Corporation (TRC) has prepared this Request for Approval of a Risk-
Based Clean-Up of Polychlorinated Biphenyls (PCBs) (Request) in accordance with the 
Toxic Substances Control Act (TSCA), on behalf of New York University (NYU).  The 
Request is provided for planned exterior window activities associated with the full gut 
renovation of the former Metropolitan Transit Authority (MTA) headquarters building, 
located at 370 Jay Street located in downtown Brooklyn, New York (Site).  NYU is 
currently in a 99 year lease/buyout authorization agreement with the New York City 
Economic Development Corporation (NYCEDC) in regard to the Site (as of March 7, 
2015) and will have legal authorization to act as the Owner.  NYU will have contract 
oversight for the work contained in this Request and, therefore, will be responsible for the 
clean-up.   
 

 Multiple exterior caulk material samples around exterior windows have been 
identified as containing PCBs at concentrations greater than 50 parts per million 
(ppm). It is believed that the caulk was manufactured containing PCBs and 
therefore defined as PCB Bulk Product Waste.  Materials abutting PCB Bulk 
Product Waste have also been identified in concentrations exceeding 1 ppm and 
therefore are defined by TSCA as PCB Remediation Waste.  This Request is 
provided to support the exterior window replacement activities where PCB Bulk 
Product Waste and PCB Remediation Waste have been identified. As these 
window areas are exterior locations at elevation, they are considered low 
occupancy areas per §761.3.  In summary, all PCB Bulk Product Waste associated 
with the window replacement will be removed and PCB Remediation Waste 
exceeding 25 ppm encapsulated.   

  
The goal of Site remediation detailed in this Request is to achieve compliance with 
applicable federal regulations as stated in 40 CFR §761.61(a), §761.61(c), §761.62(a), 
for a risk-based clean-up plan. 
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Correspondences of final approvals or actions should be addressed to: 
 
Entity:  New York University 
Address: 10 Astor Place, 6th Floor 
  New York, NY 10003 
Contact: Stephanie Kung 
Telephone: (212) 998-1439 
Email:  stephanie.kung@nyu.edu  
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2.0 SITE BACKGROUND AND HISTORY  

2.1 Subject Building Description and Location 

The Site was the former MTA headquarters with an original certificate of occupancy by 
the New York City Department of Buildings in 1951 for the New York City Transit Authority. 
It is a fourteen story building with three (3) mechanical penthouse floors (fifteenth, 
sixteenth, and sixteenth floor plenum floors).  The building consists of approximately 
460,000 square feet of offices and workshops above ground in an L-shaped layout. The 
building located along Jay Street from Willoughby Street at the south to Renaissance 
Plaza at the north, then west to Pearl Street Extension. Two (2) exterior ground floor 
arcades on the north and south ends of the Jay Street provide stair, escalator and elevator 
access to the Jay Street-Metrotech subway station below and provide access to the 
building entrances. Below-grade, part of the building footprint is occupied by the subway 
station. The remaining space is primarily parking, storage and building service areas on 
two levels accessible on the north side, with five levels of accessible storage from the 
south side, and additional dedicated areas used for subway/police communications to be 
reserved for MTA operations essential to subway service below.  Future use of the 
building will consist of university classrooms and office spaces for the Center for Urban 
Studies and Progress (CUSP), part of the NYU Polytechnic School of Engineering. 
 

2.2 Subject Building Construction and Renovation History 

The subject building was constructed in 1951 and remains intact and primarily un-
renovated with the exception of the fourteenth floor of the main portion of the building.  
Interior walls are constructed primarily of plaster and drywall with concrete floors and 
ceilings. Support columns and beams are constructed of structural steel and reinforced 
concrete and the façade is  primarily bare limestone with metal windows. One (1) set of 
fire stairs is situated in the subject building core, adjacent to a bank of elevators that 
serve the structure.  An external stair tower is located on the southwest side of the building.  
NYU is planning a gut renovation of the entire building including replacement of 
approximately 1,100 exterior windows and 64 exterior doors. The total NYU gross building 
renovation area will be approximately 460,000 SF.  
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2.3 Previous PCB Investigations  

GZA Environmental Inc. (GZA) conducted a hazardous materials inspection in 
conjunction with a Phase I Environmental Site Assessment in May and June 2012.  In 
the report, “Hazardous Materials Investigation Report 370 Jay Street Brooklyn New York”, 
dated August 2012, GZA identified exterior window caulking material as potentially PCB 
containing.  Initial samples of the caulking materials were collected from accessible areas 
and analyzed using EPA Method 8082.  The  results indicated that the window caulk 
material was both asbestos-containing material (ACM) and  PCB  bulk  product waste,  
with  PCB sample results  ranging  from 17,000  to  74,000  ppm as presented in the GZA 
GeoEnvironmental, Inc. Hazardous Materials Investigation Report, dated August 2012.  
Please note that no appendices including sample location drawings, analytical results or 
chain-of-custodies were included with this report. 
 
After the caulk sample results were reviewed, the porous limestone and granite facade 
panels, to which the caulking with PCBs >50 ppm was attached, were sampled by GZA 
at 1-inch, 3-inch, 6-inch, and 12-inch distances from the PCB caulk bead at three (3) 
exterior locations.  Only the 1" and 3" distance samples were analyzed, with the other 
samples held for possible analysis. The three (3) exterior locations were windows off of 
the second floor setback roof, seventh floor north setback roof, and fourteenth floor main 
roof areas. PCB samples 1-4 were collected of limestone from the 2nd floor facade 
accessed from the west setback roof; PCB samples 5-8 were collected of limestone from 
the 7th floor facade accessed from the north setback roof; and PCB samples 9-12 were 
collected of the stucco material from the 14th floor south and east facades.  Of the six (6) 
samples analyzed, PCBs were detected in two (2) samples representing the limestone 
facade collected at the 1" distance. PCBs were not detected in the samples collected at 
the 3" distances. Two (2) PCB samples representing the 1" distance sample collected 
from the limestone facades were 3 ppm and 3.4 ppm. 
 
GZA concluded that PCB window caulking with PCB concentrations > 50 ppm is not 
authorized for use according to EPA, and must be disposed of as PCB bulk product waste 
according to 40 CFR 761.62. PCB remediation waste (porous facade stone) contaminated 
by the surrounding window caulking is subject to the cleanup and disposal requirements 
of 40 CFR 761.61. 
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ALC Environmental (ALC) was retained by NYU in March 2014 to perform supplemental 
asbestos and PCB sampling. Several Progress Memorandums and Meeting Minutes 
between NYU and ALC, dated March 28, 2014 to August 7, 2014, indicated ALC’s 
progression of work performed at the Site.  The sample summary table and laboratory 
results from ALC and Phoenix Environmental Laboratories, Inc. identify PCB caulk (>50 
ppm) around the windows on the third through thirteenth floor elevations on the north, 
south, east or west facades ranging from 82 ppm to 97,000 ppm.  There was also one (1) 
sample collected from a window on the fourteenth floor elevation (no indication on which 
façade it was collected) which had a concentration of 5,300 ppm.  Caulk samples collected 
from the first floor, second floor and roof parapet and roof facade had PCB concentrations 
below 50 ppm. 
 
As a result of the findings from both the GZA and ALC investigations, TRC was requested 
by NYU to perform additional quality assurance sampling of caulk materials, perform a 
detailed caulk substrate characterization, and develop a remedial approach for the 
ACM/PCB window caulk at 370 Jay Street in Brooklyn, New York. The following presents 
the results of the additional sampling efforts and the remedial approach. 

2.4 PCB Characterization Sampling 

This section outlines the additional building material PCB characterization sampling that has 
been conducted by TRC in addition to the aforementioned previous PCB investigations at 
the Site.  Sampling evaluated items identified by NYU as to be disturbed during proposed 
exterior window replacement activities. 
 
TRC conducted a survey and sampling of areas of the proposed window replacement on 
the interior and exterior of the building between August 6, 2014 and October 10, 2014.  A 
combination of twenty-one (21) discrete and twelve (12) composite samples were collected 
of caulk materials. For discrete samples, one (1) discrete sample was collected of each 
homogenous caulk material. For composite samples, three (3) sub-samples (approximately 
10 grams each) of each homogenous caulk material were collected to form a composite 
material.  The laboratory created one (1) composite sample of each homogenous caulk 
material from equal mass portions of the sub-samples. Sampling methodology for the caulk 



 

Request for Approval of  8 
TSCA Risk-Based Clean-Up of PCBs 
370 Jay Street, Brooklyn, New York   

involved removing and collecting all layers of caulk applied down to the substrate at each 
location.  Caulk samples were collected with hand tools.   
 
The Site was surveyed following techniques generally employed in the Building Sciences 
industry to identify, locate and sample homogeneous building materials (i.e. Asbestos 
survey approach).  TRC was able to access the exterior of the building, at all elevations, by 
utilizing suspended scaffolds and a scissor lift which were already in place for exterior façade 
probes by the general contractor onsite. 
 
Limestone and stucco substrate samples were collected in general accordance with Region 
I, EPA-New England, Standard Operating Procedure for Sampling Porous Surfaces for 

PCBs (May 5, 2011).  A rotary hammer drill with a 1-inch carbide drill bit was used to drill ½-
inch into the facade. Each ½-inch penetration generated approximately 10 grams of powder.  
Multiple holes were located closely adjacent to each other to generate sufficient sample 
volume.  The fine powder cuttings from drilled holes were collected in laboratory-cleaned 
jars, and sent to the laboratory for analysis.  Sample collection tools were decontaminated 
including a hexane rinse between samples. Daily equipment rinsate blanks were collected 
with use of a solvent prior to all sampling activities to verify cleaning procedures and 
avoidance of cross-contamination between sampling events. 
 
All samples were hand delivered under chain-of-custody procedures to EMSL Analytical, 
Inc. (EMSL), New York, New York and then couriered or transported via express delivery to 
EMSL Cinnaminson, New Jersey laboratory for analysis.  Samples were analyzed following 
EPA Method 3540C for soxhlet extraction with analysis by EPA Method 8082. 
 
A total of 148 representative samples were collected from multiple elevations, covering all 
of the facades,   and submitted for PCB laboratory analysis, as summarized below: 

 15 exterior window frame caulk samples; 
 5 window glazing samples; 
 5 exterior door frame caulk samples; 
 8 parapet caulk samples; 
 113 limestone samples; and 
 2 stucco samples. 
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Please note that as stated previously, TRC’s investigation and sampling strategy was 
prepared in order to supplement previous investigations and sampling conducted by both 
GZA and ALC.  TRC reviewed this previous data and collected either confirmatory window 
frame caulk samples or samples of window frame caulk not previously identified, hence 
the reason for collecting only 15 additional samples (15 total window frame caulk 
samples).  Two (2) additional stucco samples had been collected and analyzed as there 
had been uncertainty where a previous window frame caulk was sampled by ALC on the 
14th floor with results at 5,300 ppm.  During TRC’s investigation, it was identified that the 
ALC window frame caulk sample in question from the 14th floor had actually been 
collected from the exterior stairwell (limestone façade) and not from the limited area of 
newer construction where the stucco is present.  The stucco substrate samples were 
found to be non-detect for PCBs and both the initial caulk on stucco sample results from 
ALC as well as confirmatory caulk on stucco sampling performed by TRC were found to 
be below 50 ppm. 
 
Approximate substrate sample locations are shown on Figures PCB101.00 to 
PCB104.00.   
 
As described further in the next section, window caulk and glazing above the first floor 
was found to be greater than 50 ppm PCB and therefore PCB bulk product waste.  
Limestone façade substrate immediately adjacent to the PCB caulk was found to be 
above 1 ppm PCB and therefore PCB remediation waste. Note that all window and door 
caulk identified and sampled on the first floor associated with the granite substrate was 
determined to be < 50 ppm and considered Excluded PCB Products.    TRC also 
characterized the presence of asbestos at the Site to facilitate window/door replacement.  
TRC confirmed that the exterior window caulk and the window glaze are also asbestos-
containing materials as defined by applicable rules and regulations. 
 
2.5 PCB Laboratory Analysis Results 

PCBs were identified in some of the materials analyzed.  The following subsections are 
organized by building material type.  The laboratory analytical reports are attached in 
Appendix 1, and laboratory results are tabulated in Table 1.  
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2.5.1 Caulk Sampling 

TRC analyzed 15 caulk samples from between two (2) types of metal window frames and 
the abutting substrate.  All samples were collected from the exterior.  Total PCB 
concentrations in the exterior window caulk ranged from 1.3 to 57,000 ppm.   All samples 
of window caulk associated with the limestone façade were found to be greater than 50 
ppm.  All window caulk samples associated with the stucco and granite façades were 
found to be less than 50 ppm. 
 
TRC analyzed five (5) exterior caulk samples from between door frames and the abutting 
substrate and other caulk observed along the first floor granite substrate.  The exterior 
door frame caulk collected from the first floor east elevation was found at concentrations 
of 16.2 ppm, 11 ppm, and 2.6 ppm.  Other caulk identified, such as caulk at the garage 
gate along the south elevation and along a mural at the east elevation, was sampled and 
identified at 2.5 ppm and 3.1 ppm, respectively.  No other doors on the exterior of the 
building were identified with exterior caulk. 
 
2.5.2 Limestone Sampling 

TRC analyzed 113 samples from the abutting limestone substrate.  Limestone is the 
predominant façade material present on all four (4) sides of the building between the 
second floor and the sixteenth floor elevator penthouse.  Limestone substrate samples 
were collected where caulk was present >50 ppm.   
 
Prior to sampling of the limestone substrate, the PCB-containing caulk in the area to be 
sampled was removed using hand tools and the substrate was cleaned with a mild 
detergent using wire brushes in order to simulate standard ACM/PCB caulk removal 
procedures.  Once the caulk was removed, samples were collected from the surface to a 
depth of approximately ½ inch in sets at the 0” line (directly under where the caulk was 
removed), 1”, 3” and 6” lines away from the caulk.  All samples collected at the 0”, 1” and 
3” lines and select 6” line samples were analyzed.    
 
Limestone samples collected at the 0” line had a concentration range of 57 to 990 ppm.  
The 1” line had a concentration range of 0.61 to 31 ppm.  Samples collected at the 3” line 
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had a concentration range of below the laboratory detection limit to 9.7 ppm.  Samples 
analyzed from the 6” line had a concentration range of 0.5 to 1.8 ppm. 
 
2.5.3 Granite Sampling 

Granite is present on all four (4) facades of the first floor only.  No substrate samples were 
collected of the granite substrate as all caulk identified and sampled on the first floor 
tested at concentrations below 50 ppm and are considered Excluded PCB Products. 
 
2.5.4 Stucco Sampling 

Stucco is also present on all four (4) sides of the building at the fourteenth floor, which is 
a section of the building located on top of the thirteenth floor roof and is of newer 
construction.  All caulk associated with the stucco façade that was sampled on the 
fourteenth floor tested at concentrations below 50 ppm and are considered Excluded PCB 
Products. 
 
The table on the following page is a summary of TRC’s window caulk/substrate sampling:
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TRC – PCB Window Caulk/Substrate 
Sampling Summary Table 

370 Jay Street, Brooklyn, NY 

Floor Substrate 
Caulk 

Samples 
Collected 

Minimum 
Value 

(Caulk) 
PPM 

Maximum 
Value 

(Caulk) 
PPM 

Substrate Samples 
Collected 

Minimum Value 
(Substrate) PPM 

Maximum Value 
(Substrate) PPM 

0” 1” 3” 6” 0” 1” 3” 6” 0” 1” 3” 6” 
14th Floor Stucco 2 ND 1.3 2 NA NA NA ND NA NA NA ND NA NA NA 
14th Floor Limestone 0 NA NA 1 1 1 NA 110 5.4 0.89 NA 110 5.4 0.89 NA 
13th Floor Limestone 0 NA NA 3 3 3 NA 280 4.7 1.3 NA 580 33 7.1 NA 
12th Floor Limestone 0 NA NA 3 3 3 NA 190 8.4 1.1 NA 350 14 2.1 NA 
11th Floor Limestone 0 NA NA 3 3 3 NA 210 4.4 0.93 NA 380 27 2.5 NA 
10th Floor Limestone 0 NA NA 3 3 3 1 280 7 0.82 1.8 410 17 2.5 1.8 
9th Floor Limestone 0 NA NA 3 3 3 NA 190 5.7 0.5 NA 420 26 2.2 NA 
8th Floor Limestone 2 23,000 25,000 2 2 2 NA 220 19 0.8 NA 320 20 0.8 NA 
7th Floor Limestone 2 8,000 15,000 2 2 2 1 57 0.68 0.81 0.5 140 24 9.7 0.5 
6th Floor Limestone 0 NA NA 2 2 2 1 340 7.4 0.8 0.63 380 14 0.9 0.63 
5th Floor Limestone 0 NA NA 3 3 3 NA 240 13 0.49 NA 480 30 2.1 NA 
4th Floor Limestone 2 21,000 57,000 3 3 3 NA 220 7.2 0.5 NA 990 41 1.1 NA 
3rd Floor Limestone 2 230 35,000 4 4 4 1 120 0.61 0.5 0.56 570 17 1.0 0.56 
2nd Floor Limestone 2 20,000 32,000 4 4 4 NA 150 7.3 0.49 NA 490 38 0.78 NA 
1st Floor Granite 3 4.1 6.5 NA NA NA NA NA NA NA NA NA NA NA NA 

 
ND = Non Detect 
PPM = Parts Per Million 
NA = Not Analyzed 
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3.0 QUALITY ASSURANCE 

All samples collected for this program were analyzed by EMSL Analytical, Inc. (EMSL) 
of Cinnaminson, NJ (ELAP # 10872).  The analytical data generated from this field 
sampling program was evaluated to determine the integrity and suitability of the 
analytical results to support the data evaluation, and the conclusions and 
recommendations as detailed in this report. 
 
The acceptability of the analytical data was ascertained by evaluating the following 
parameters: 
 
• Sample Holding Time 
• Surrogate Recovery 
• Matrix Spike/Matrix Spike Duplicate (MS/MSD) Precision 
• Laboratory Spike 
• Detection limits 
• Data Package Completeness 
 
The laboratory analytical data was found to be acceptable with several qualifications 
noted for field blank contamination, and laboratory spike sample non conformances. 
TRC qualified the data when sampling and/or analytical errors were noted in the analytical 
reports. 
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4.0 NATURE AND EXTENT OF PCBS 

This section summarizes the building materials impacted by PCBs and its extent as required 
by 40 CFR 761.61(a)(3)(i)(A) and 40 CFR 761.61(a)(3)(i)(C). 
 
4.1 PCB Bulk Product Waste (≥50 ppm) 

All caulk with total PCB concentrations ≥50 mg/kg are PCB Bulk Product Waste and were 
included in this category. 

 Exterior window frame caulk (second to sixteenth floor penthouse) 
 Window glaze (second to sixteenth floor penthouse) 

 

4.2 Excluded PCB Products (<50 ppm) 

The exterior caulk on the first floor as well as the exterior window frame caulk on the more 
recent fourteenth floor construction (stucco façade) was determined to be federally 
Excluded PCB Product as the in-situ total PCB concentrations were <50 mg/kg, it is 
believed that the caulk was original as installed, and the total PCB concentration had not 
been modified by subsequent activities. 
 

4.3 PCB Remediation Waste 

Building material substrates impacted by PCBs from a source not authorized for use  a t  
any  concen t ra t ions  are considered to be PCB Bulk Remediation Wastes.  Sampling 
included the collection at 0” (point of contact), 1”, 3”, and 6” lines from the caulk line in 
each location for each type of PCB Bulk Product (> 50 ppm) and associated porous 
substrate.  In general, the following PCB Bulk Remediation Waste materials were identified: 
 

 Limestone abutting the exterior window frame caulk (second floor to sixteenth floor 
penthouse. 
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5.0 RISK ASSESSMENT 

In accordance with 40 CFR 761.61 (c) a human health risk assessment was completed.  
The purpose of this risk assessment is to evaluate potential Site exposures and provide 
a justification for the controls proposed to address these exposures. A risk assessment 
is required since the removal of all PCB Remediation Waste >1 ppm (i.e. limestone 
surrounds) is not anticipated due to the following reasons: 

 
 Removal of the stone is not part of the overall scope of work for the planned 

renovation activities. 
 Overall removal and cutting of the limestone façade adds increased safety risk and 

exposure during renovation activities. 
 
Because PCB Bulk Product Waste window caulk and glazing will be removed: 
 

 It is anticipated that the proposed remediation program will adequately control 
exposure to residual PCBs in the limestone that represents a PCB Remediation 
Waste.   

 With PCB Bulk Product Waste ("source" material) removed, encapsulation and 
installation of a recessed window is anticipated to be as protective as removal as 
it is a low occupancy area with limited exposure potential. 
 

5.1 PCB Source 

The PCB source is the exterior window caulk and window glazing.  The PCB Bulk Product 
Waste caulk has impacted limestone surrounds.  All exterior window caulk and glaze will 
be removed.  Impacted limestone surrounds greater than 25 ppm will be encapsulated.  
Potential PCB sources inside the building will be removed as part of the full gut renovation 
activities as the building is being stripped down to its bare structural elements (aside from 
the exterior façade). 
 
5.2 Potential Human Receptors 

Current human receptors present at the Site or in the surrounding environment, and who 
as a result, may be exposed to the identified PCBs are considered to be tenants, visitors, 
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construction and utility workers, and trespassers. The current likelihood of humans 
coming in contact with PCBs is considered to be very low. This is because the PCB Bulk 
Product with caulk will be removed, lower level PCB Remediation Wastes greater than 
25 ppm encapsulated, and the impacted materials are located in areas not easily or 
regularly contacted.  
  
In addition, all of the PCB Remediation Waste to remain are located above the first floor 
of the Site building and are not accessible to the public. The proposed PCB Bulk Product 
removal, encapsulation and window installation system is believed to control future 
human exposure to these remnant PCBs at the Site. 
 
5.3 Potential Exposure Points, Pathways and Controls 

Potential human exposure points are direct contact with (touching or ingesting PCB 
containing materials) or indirect contact (inhalation of PCBs that might be in air). The 
potential human exposure pathways are dermal absorption, ingestion, inhalation of PCB. 
 

 Window unit glazing and caulking represent a potential exposure point.  Their 
removal will eliminate this exposure point.   
 

 Window exterior limestone surrounds have been impacted by the window caulk 
and represent a potential exposure point. The primary exposure pathway would be 
via direct contact.  Due to the location, exterior to the building and/or concealed 
within the window frame, and application of an encapsulant, this potential route of 
exposure is unlikely.  Secondary exposure pathways may include inhalation if 
residual PCBs were to volatilize and migrate into the building or be ingested.  TRC 
does not believe either of these routes would be significant since PCB levels in the 
limestone under the removed caulk had a range of 57 to 990 ppm at the 0” line 
and the concentration reduced to a range of 0.61 to 41 ppm at the 1” line, and 
again reduced to a range of below the detection limit (0.49 ppm) to 9.7 ppm at the 
3” line away from the caulk, and exterior limestone areas greater than 25 ppm will 
be encapsulated, interior accessible limestone locations will also be encapsulated 
and interior locations further enclosed within the new non porous window frame 
assembly. 
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Exposure to residual PCBs in limestone will be controlled as follows: 
 

 All exterior limestone remediation waste greater than 25 ppm associated with 
window surrounds will be encapsulated as described in Section 6.4. 

 Interior limestone remediation waste, if present,  will also be encapsulated and 
enclosed within the newer non-porous window frame assembly; 

 Because limestone remediation waste is above the first floor, and windows will not 
open, this material is generally not accessible. 

 
The removal activities and encapsulation/enclosure systems will be shown to be 
performing adequately to manage residual PCBs in accessible limestone surrounds if 
future wipe samples of encapsulated accessible surfaces in low occupancy areas  have 
concentrations no greater than 100 µg/100 cm2 as per 40 CFR Part 761.61(a)(4)(i)(B)(ii) 
and as described in Section 6.5. 
   
If this value is exceeded, additional evaluations will be performed to determine if these 
levels present an actual risk to building users and if additional PCB remediation activities 
are required. 
 
6.0 REMEDIATION PROCEDURES 

The goal of building material remediation efforts is to ensure that all PCB Bulk Product 
Waste caulk/glaze classified as PCB Bulk Product Wastes are removed and disposed of 
together from window areas prior to building renovation activities.  PCB Bulk Product 
Wastes (window caulk and glazing classified as PCB Bulk Product Wastes) will be 
removed utilizing abatement work practices and engineering controls to limit the potential 
release of PCB dust/debris.  As these materials are also characterized as asbestos-
containing materials (ACM), proper ACM removal techniques as applicable to all federal, 
state, and city regulations will be followed.  Detailed procedures as required by the New 
York City Department of Environmental Protection (NYCDEP) Asbestos Control Program 
shall be implemented using approved procedures for the removal of asbestos-containing 
exterior caulk from vertical building surfaces.  The work will be performed by a specialty 
contractor utilizing workers afforded appropriate hazard communication training and 
under the supervision of an appropriately trained and experienced site supervisor.  Work 



 

Request for Approval of  18 
TSCA Risk-Based Clean-Up of PCBs 
370 Jay Street, Brooklyn, New York   

will be overseen by a third party (field inspector) who will monitor that appropriate removal 
techniques are utilized and confirm thorough removal of identified materials.  All removed 
materials will be containerized and then transported offsite for appropriate disposal.   
 
No segregation of PCB wastes will be performed during building material abatement work 
and the caulk and glazing will be removed and disposed of as bulk product waste together 
with the window system at each location.   
 
6.1 Safety and Monitoring Requirements 

The renovation project will be performed as described above and it is anticipated that 
building occupants will not be present in areas during scheduled remediation/abatement 
work. However, to prevent exposure of onsite workers to potentially PCB-contaminated 
dust, Control Areas will be established outside of the Regulated/Containment Areas.  Only 
properly trained personnel associated with the removal and abatement will be allowed 
within the Control Areas that will be established by placing barriers with signs indicating 
that access to the area is restricted.  The Contractor will maintain the Control Areas and 
escort unauthorized personnel from the area promptly.  Only those personnel actively 
working on the removal and abatement will be allowed within the Regulated/Containment 
Area and they shall be equipped with Personal Protective Equipment (PPE).  Workers 
performing this work shall also be required to enter and exit work areas through a Worker 
Decontamination Enclosure System as per NYCDEP Asbestos Control Program 
procedures, with all properly bagged and sealed waste leaving work areas cleaned 
through a separate Waste Decontamination Enclosure System also required by NYCDEP.  
 
For PCB-contaminated material removals, periodic dust monitoring will be performed in 
the Control Area immediately outside the Regulated/Containment Area prior to initiating 
the removal action, during performance of the action, and following the removal which will 
include the break-down of the Regulated/Containment Area.  In addition, required 
asbestos project air sampling will be performed throughout the project.  For PCB-
contaminated material removals, monitoring will be performed for total suspended 
particulates (TSP).  Real-time readings will be collected utilizing a TSI Model 8533 
DustTrak DRX Aerosol Monitor (DustTrak) or similar. The background concentration 
within interior Control Areas will be determined prior to initiating remedial actions and a 
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control area background level will be established.  If, during the performance of air 
monitoring during removals, dust levels outside the Regulated/Containment Area are 
observed to exceed 150 micrograms per cubic meter (µg/m3) over background level 
determined prior to the remediation, the contractor shall be instructed to stop work and to 
inspect and reestablish the Regulated/Containment Area and improve associated 
engineering controls, as necessary.  The Contactor shall then be required to 
decontaminate the Control Area outside Regulated/Containment Area if it is found that 
the containment or engineering controls failed or were not functioning properly. 
  
6.2 Engineering Control Descriptions 

Engineering controls to be implemented for exterior remediation will follow along similar 
guidelines as used when conducting asbestos abatement activities.  Engineering controls 
for remedial work will be modeled after exterior OSHA Class II asbestos engineering 
controls for exterior remediation work as well as New York City Department of 
Environmental Protection (NYCDEP) Asbestos Control Program requirements.  A 
description of these activities is as follows.  More detailed descriptions will be provided in 
specifications for the work which shall serve as the Contractor’s Work Plan. 
 
Exterior remediation procedures are as follows and shall conform to NYCDEP “Exterior 
Vertical Surface Procedures”: 

 During removal of PCB Bulk Product (caulk and glazing), ground surfaces area will 
be covered with 2 layers of 6 mil polyethylene sheeting to capture/collect any debris 
generated, and secured to prevent movement.  The sheeting will extend a 
minimum of ten feet beyond the building area to be remediated.  Barrier tape will 
be used to delineate this as the regulated area. 

 Any building openings such as windows, doors, vents, etc. in the immediate vicinity 
of the exterior remediation areas will be sealed off with critical barriers consisting 
of a minimum of one (1) layer of six (6) mil polyethylene sheeting securing the 
edges with tape.   

 Signs will be posted outside the regulated area to deter unauthorized personnel 
from entering. 

 Removal work practices within the regulated area will be implemented which 
facilitate the removal of the PCB Bulk Product and associated building material 
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while also limiting the amount of dust and debris to be generated.  Acceptable 
removal equipment will include hand tools, pneumatic hammers or other similar 
equipment.  If the Contractor chooses to use grinding or cutting tools during the 
removal they shall be required to establish a Negative Pressure Enclosure.   

 All building materials removed during the remediation will be wrapped in poly 
sheeting and/or six (6) mil black asbestos-like bags and transported to the waste 
storage area.  The poly sheeting/bags will be secured with tape to ensure that no 
dust is released during the transport and the contractor will be responsible for the 
remediation of any new releases caused by spillage. 

 
6.3 Limestone Surround Surface Repair 

If encountered, damaged limestone surround surfaces will be repaired prior to encapsulant 
application.  When working within areas identified as being impacted by the PCB-containing 
caulk, repair work will only occur after existing surround caulk is removed.  Grinding, 
chipping, or using power tools on PCB impacted materials shall be done within a negative 
pressure tent enclosure.  Grinders will be equipped with shrouds and vacuums with HEPA 
filters or other means to capture dust and small debris in the grinding zone. Grinding or 
chipping power tools will only occur after it is determined that work cannot be satisfactorily 
completed with non-power tools.  When using the pneumatic chipping gun, a two (2) person 
crew will be used.  One (1) person will operate the chipping gun and the other will wet the 
work area and use a HEPA vacuum to capture dust and small debris in the chipping zone. 
Grinding activities with power tools will be stopped immediately upon observation of dust or 
debris emissions outside of the tent containment 
 
All work using manual methods/hand tools will be performed within the containment required 
as per the NYCDEP Asbestos Control Program procedures for exterior caulk removal on 
vertical building surfaces.  If this containment spans an area significantly greater than the 
caulk removal containment area, additional containment will be constructed to further 
contain debris. 
 
It is anticipated that only minor limestone surface repair shall occur, as the construction 
design details currently call for the new windows to fit directly in the existing window 
openings. 
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6.4 Encapsulant Application 

The proposed encapsulant, Sikaguard 670W, will be used for this remediation approach.  
A specification sheet is provided in Appendix B. Sikaguard 670W is a water dispersed, 
clear, acrylic, protective coating. Sikaguard 670W prevents moisture ingress, is water 
vapor permeable and provides an excellent carbonation barrier.  All surfaces to be coated 
must be clean, dry, sound, and frost-free with curing compound residues and any other 
contaminants removed.  The encapsulant will be applied to limestone from the original 
caulk line to at least 6” away in all directions to the extent possible as summarized below: 

 
 Exterior vertical and horizontal window surrounds – Note that in some locations the 

limestone surface within 6 inches of the caulk line is enclosed with masonry and 
therefore these limited locations will not be encapsulated.  

 
Two (2) layers of the encapsulant will be applied.  This encapsulant system's intent is to 
maintain surface PCB levels at 100 µg/100 cm2 ppm or less. 
 

6.5 Confirmatory Wipe Sampling 

To confirm that the encapsulant meets performance requirements, confirmatory wipe 
sampling will be performed at locations potentially accessible to building maintenance 
personnel. Wipe samples will be collected immediately adjacent to (within 6 inches of the 
original caulk line) where PCB Bulk Product Waste caulking was removed. The wipe 
sampling will be conducted after the encapsulant has cured approximately six (6) months 
after application in order to assess the efficacy of the encapsulation. 
 
Wipe samples will be collected per standard wipe test protocols in accordance with 40 CFR 
761.123.  Gauze pads which are pre-moistened with hexane, or other appropriate wetting 
agent, shall be used to collect wipe samples.  A one-use template or site specific outline will 
be used to delineate a 100 cm2 sampling area. Wipes shall be collected within the sampling 
area by first wiping in an “S” like motion side to side, followed by folding the wipe media 
inwards and then wiping the sampling area in an “S” like motion up and down.  The wipe 
media shall then be placed in a glass jar with a Teflon covered lid for transportation in a 
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cooler where they will be analyzed at a state-certified laboratory for PCBs via EPA Method 
8082 and extracted via EPA Method 3540C. 
 
The encapsulant will be shown to be performing adequately if all wipe samples have 
concentrations of less than 100 µg/100 cm2.  This level was selected because the 
encapsulant will form a non-porous surface after application. The following confirmatory 
wipe sampling program is proposed: 
 

• Four (4) exterior wipe samples (per floor) representing all facades 
• One (1) trip blank sample for laboratory quality control purposes, per 

sampling event 
• One (1) duplicate sample for laboratory quality control purposes, per 

sampling event 
 

In total,  a minimum of 56  surface  samples  (in addition to the  quality  assurance  trip and 
duplicate samples referenced above)  will  be  submitted  for laboratory analysis. 

 
If any of the confirmatory wipe samples indicates a PCB concentration greater than 100 
µg/100 cm2, and depending upon the extent of the exceedance, and with input from the 
EPA, NYU will take actions which may include preparation of a more detailed site specific 
risk assessment to determine if the exposure pathway is complete and if the 100 µg/100 
cm2 action level is appropriate or if re-coating and re-sampling is appropriate. 
 
Following the wipe sampling at the six (6) month mark (after initial encapsulant application 
and appropriate response actions, as needed), additional wipe sampling shall be 
performed at the three (3) and five (5) year mark. 
 
Upon results of these inspections at the six (6) month mark, three (3) year mark, and five 
(5) year mark, a reevaluation of long term monitoring requirements will be discussed with 
EPA to determine whether or not additional sampling shall be performed. 
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6.6 Confirmatory Indoor Air Sampling 

To support evaluating the efficacy of the remediation program, indoor air sampling will be 
conducted after all work is completed.   Samples will be collected  using a Polyurethane  
Foam (PUF)  Media cartridge following EPA Method TO- 10A,  Determination   and  PCBs  
in  Ambient   Air  Using  Low  Volume. Samples will be submitted for PCB analysis by EPA 
Method 680 Modified.  The PUF cartridges will be attached to a stand located in the middle 
of the room being sampled and at a height of approximately 3-5 feet above the floor.  The 
pumps will be calibrated to draw air through the cartridges at an approximate flow rate of 
five (5) liters per minute for approximately seven (7) hours each. A total of 53 samples from 
the following locations will be included the program: (four (4) samples per floor from the 
second floor through 14th floor, and one (1) sample at the sixteenth floor).  Samples will 
be collected from two classroom spaces, an office space, and common area for each of 
these floors, with the exception of the sixteenth floor where the space is utilized as a 
mechanical space not accessible to general building occupants.  In addition, each floor 
where sampling is performed shall include one of these spaces from a southern side of the 
building.  Five (5) duplicate samples will be collected as part of the overall project QA/QC 
measures. 
 
The   removal   activities   and  encapsulant   systems   will   be  shown   to  be  performing 
adequately  to manage residual PCBs in accessible  limestone surrounds  if indoor air  levels 
are  below the EPA's  public  health target  of 500  nanograms  per cubic  meter (ng/m3)  
value for 12 to 15 year olds (middle school population) and adults.   If these values are 
exceeded, additional evaluations will be performed.  This may include preparation of a more 
detailed site specific risk assessment to determine if the target level is appropriate, reviewing 
surface wipe sample results and determining if HVAC system is providing adequate fresh 
air exchanges. 
 

6.7 Inspections 

Beginning three (3) years following the completion of the confirmatory wipe sampling, NYU 
will perform an inspection of encapsulated surfaces, focusing on those areas that would be 
directly accessible to building maintenance personnel.  The inspections will be visual in 
nature, and will be intended to confirm that the coated surfaces are in good condition. The 
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inspector will visually observe representative coated surfaces at the Site. Evidence of 
deterioration of the encapsulant, including wear, chipping, or flaking, will be noted. 
 
If encapsulant deterioration (minor chipping, flaking, or wear spots) are noted through visual 
inspection, NYU will arrange to have those areas re-coated with a double layer of the 
appropriate product.  Following the inspection (and appropriate response actions, as 
needed) at the three (3) year mark, an additional inspection procedure shall be performed 
at the five (5) year mark. 
 
The inspections, and any necessary repairs to the coated surfaces, will be documented on 
an official inspection form, and the forms will be maintained for the life of the building, or until 
the PCB contaminated material is removed. The inspection form, along with a cover letter 
outlining any repair of the coated surfaces NYU intends to undertake, will be maintained.  
An associated Long-Term Monitoring and Maintenance Implementation Plan (MMIP) can 
be found in Appendix C.  
 
Upon evaluation of the three (3) and five (5) year inspections, a re-evaluation of long term 
monitoring shall be presented to EPA to determine whether or not additional long term 
monitoring will need to be performed. 
 
6.8 Deed Notice 

NYU, as legal building owner, will record a deed notice for the Site after completion of 
PCB remedial activities.  The deed notice will follow the TSCA requirements outlined at 
40 CFR 761.61(a)(8), and will inform any potential future purchaser of the Site that: 
 

1. Where PCB Remediation Waste and other PCB containing materials remain; 
 

2. Ongoing sampling and monitoring of conditions related to residual PCBs at 
the Site are required; 

 
3. Implementation of SOPs related to intrusive activities of the façade are 

required for certain activities taking place at the Site; and 
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4. Proper removal and disposal of remaining PCB-impacted materials is required 
upon demolition of all or portions of the Site building.  Following recording of 
the deed notice, a copy, along with certification that the deed notice has been 
recorded with the registry of deeds, will be provided to the EPA. 

 
6.9 Waste Characterization, Transport, and Disposal 

Wastes will be pre-characterized to the satisfaction of the selected disposal facility prior 
to initiating any remedial activities.  All wastes generated during building remediation 
activities will be shipped for disposal as PCB Bulk Product Waste (40 CFR 761.62), per 
the October 24, 2012 EPA Waste Disposal Interpretation.  It is currently anticipated that 
waste will be transported to a Solid Waste Landfill permitted under RCRA Title D and no 
attempt will be made to segregate the removed material.  Remediation waste will be 
disposed of in accordance with 40 CFR 761.61. 
 
6.10 Equipment Decontamination 

All moveable equipment, tools, and sampling equipment which has contacted PCB Bulk 
Product, State Regulated Waste or Remediation Waste will be decontaminated prior to 
leaving the site.  Decontamination procedures will comply with either §761.79(b)(3)(i)(A) or 
§761.79(c)(2). 
 
All decontamination wastes, PPE, and polyethylene that come in contact with PCB Bulk 
Product or Remediation Wastes will be disposed of as PCB Decontamination Wastes in 
compliance with §761.79(g).  These wastes will be segregated as to matrix, aqueous, non-
aqueous liquids, or solid materials (e.g., PPE), and stored in drums or lined containers prior 
to transport from the site for disposal and disposed of as follows: 
 

 Non-liquid cleaning materials and personal protective equipment waste at any 
concentration, including non-porous surfaces and other non-liquid materials such as 
rags, gloves, booties, other disposable personal protective equipment, and similar 
materials resulting from decontamination shall be disposed of in accordance with 
§761.61(a)(5)(v).  

 



 

Request for Approval of  26 
TSCA Risk-Based Clean-Up of PCBs 
370 Jay Street, Brooklyn, New York   

Aqueous and non-aqueous liquids will be tested for PCB content in compliance with the 
federal PCB regulations and shipped offsite.  Solid Wastes will be containerized with the 
other regulated PCB wastes generated during the remediation project for transport and 
disposal. 
 
6.11 Notification and Certification 

The removal and abatement measures described within this Request will be initiated after 
receiving written approval of the plan from EPA.  Notification of intent to perform these 
remedial measures is provided to EPA with this submittal.   
 
In Section 8.0, in accordance with EPA 40 CFR 761.61(a)(3), is a written certification from 
NYU indicating the location of all reports detailing sample collection and analysis procedures 
used to assess or characterize the PCB contamination for this Risk-Based PCB Clean-up 
Request are available for EPA inspection. 
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7.0 DOCUMENTATION 

Documentation of the field activities will be performed on a daily basis by the contractor and 
remediation monitor during the performance of the remediation and will be summarized at 
the conclusion of the remediation in a Remedial Action Report (RAR). 
 
7.1 Field Notes 

The field inspector will maintain a daily log of on-site activities.  That log will include, but 
not be limited to the following: 

 Daily health and safety meetings 
 Personnel and equipment on site 
 Field procedures and observations 
 Remediation progress and extents 
 Sample locations, selection criteria, samples collected, analyses performed, 

sample handling 
 Telephone or other instructions 
 Equipment decontamination 
 Building structure substrate/surface cover verification testing 
 Waste transporter information 

 
7.2 Photographs 

Photographs will be taken of representative activities, such as remediation, sample 
locations, and surface cover excavation.  The final extents of the remediation/excavations 
will also be photographed.  Copies of selected photographs will be included in the RAR. 
 
7.3 Transport and Treatment/Disposal Certifications 

Manifests and/or Bills of Lading for the transportation, treatment and disposal of waste 
materials and certifications of the treatment or disposal of the wastes, if necessary, will be 
obtained from the transporter and from the treatment/disposal facility.  Copies of these forms 
will be included in the RAR. 
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7.4 Report 

The RAR will be prepared upon receipt of all analytical data confirming that the removal 
action was complete and receipt of certifications of treatment/disposal from the 
treatment/disposal facility.  The RAR will include the following. 

 Site description 
 A description of field procedures 
 Verification sample locations and analytical results 
 A photographic record of the remediation, excavations and backfilling 
 Waste characterization sample data 
 Waste transport and treatment disposal information 
 Copies of waste manifests and bills of lading 

 
7.5 Recordkeeping 

All records and documents required by 40 CFR Part 761, including all those records 
required under Subpart K, will be prepared for and maintained by NYU.  The records shall 
be maintained in a centralized location for a minimum of three (3) years and will be 
available for inspection by representatives of EPA if required. 
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8.0 OWNER CERTIFICATION 

This Section of the Request provides the certification required by 40 CFR 
761.61(a)(3)(i)(E). 
 
I certify the Risk-Based PCB Clean-up Plan proposed in this document will meet the 
following requirements:   
 
All sampling plans, sample collection procedures, sample preparation procedures, 
extraction procedures, and instrumental/chemical analysis procedures used to assess or 
characterize the PCB contamination at the cleanup site are or will be on file at the 
following location and are available for U.S. EPA inspection: 
 

Applicant/Authorized Owner: 
 
Stephanie Kung 
Assistant Director 
Environmental Health & Safety 
New York University 
Division of Operations 
10 Astor Place, 6th Floor 
New York, NY 10003 
Telephone: (212) 998-1439 
Email:  Stephanie.kung@nyu.edu 

 

 

Name (Printed) 

 

Signature 

 

Title 

 

Date 

 

 



 

 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

TABLE 



FLOOR
TRC SPECIFIC SAMPLE 

LOCATION/ ELEVATION
DESCRIPTION

GZA CAULK RESULTS              

June 2012 (ppm)

ALC CAULK RESULTS    

April 2014 (ppm)

ALC CAULK RESULTS    

May 2014 (ppm)

TRC CAULK / 

GLAZING 

RESULTS (ppm)

TRC SUBSTRATE 

RESULTS 0"  

(ppm)

GZA SUBSTRATE 

RESULTS 1"         

May-June 2012 

(ppm)

TRC SUBSTRATE 

RESULTS 1" (ppm)

GZA SUBSTRATE 

RESULTS 3"         

May-June 2012 

(ppm)

TRC SUBSTRATE 

RESULTS 6" (ppm)
SUBSTRATE COMMENTS CAULK / GLAZING SAMPLE ID SUBSTRATE SAMPLE ID DATE COLLECTED LAB/NOTES

Roof 13th Floor Roof Coping Stone/Parapet Caulk N/A N/A N/A 1.6 N/A N/A N/A N/A N/A Stone Non-PCB  Caulk <50 ppm

102214-RS-01A                                              

102214-RS-01B                                                    

102214-RS-01B

N/A 10/22/2014 EMSL

Roof
15th Roof Roof to 

Staircase "C"
Coping Stone/Parapet Caulk N/A N/A N/A 1.3 N/A N/A N/A N/A N/A Stone Non-PCB  Caulk <50 ppm

102214-RS-02A                                                 

102214-RS-02B                                                  

102214-RS-02B

N/A 10/22/2014 EMSL

Roof 7th Floor South Roof Coping Stone/Parapet Caulk N/A N/A N/A 3.6 N/A N/A N/A N/A N/A Stone Non-PCB  Caulk <50 ppm

102214-RS-03A                                                  

102214-RS-03B                                                  

102214-RS-03B

N/A 10/22/2014 EMSL

Roof 4th Floor Roof Coping Stone/Parapet Caulk N/A N/A N/A 6.2 N/A N/A N/A N/A N/A Stone Non-PCB  Caulk <50 ppm

102214-RS-04A                                                   

102214-RS-04B                                                   

102214-RS-04B

N/A 10/22/2014 EMSL

Roof 2nd Floor Roof Coping Stone/Parapet Caulk N/A N/A N/A 7.4 N/A N/A N/A N/A N/A Stone Non-PCB  Caulk <50 ppm

102214-RS-05A                                                   

102214-RS-05B                                                   

102214-RS-05B

N/A 10/22/2014 EMSL

Roof
Concourse Mezzanine 

Roof
Coping Stone/Parapet Caulk N/A N/A N/A 5.1 N/A N/A N/A N/A N/A Stone Non-PCB  Caulk <50 ppm

102214-RS-06A                                                   

102214-RS-06B                                                 

102214-RS-06B

N/A 10/22/2014 EMSL

Roof 7th Floor North Roof
Coping Stone/Parapet Caulk                   

(Top Layer)
N/A N/A N/A 0.99 N/A N/A N/A N/A N/A Stone Non-PCB  Caulk <50 ppm

102214-RS-07A                                                

102214-RS-07B                                               

102214-RS-07B

N/A 10/22/2014 EMSL

Roof 7th Floor North Roof
Coping Stone/Parapet Caulk     

(Bottom Layer)
N/A N/A N/A 1.1 N/A N/A N/A N/A N/A Stone Non-PCB  Caulk <50 ppm

102214-RS-08A                                                  

102214-RS-08B                                                

102214-RS-08B

N/A 10/22/2014 EMSL

5th/7th/ 

8th Floors
Staircases B/C Window Glazing N/A N/A 150 N/A N/A N/A N/A N/A Metal PCB Glazing >50 ppm

STAIRCASES C&B-PCB-WG01A-COMPOSITE 

(7th Floor)                                                    

STAIRCASES C&B-PCB-WG01B-COMPOSITE 

(8th Floor)                                                            

STAIRCASES C&B-PCB-WG01C-COMPOSITE 

(5th Floor)

N/A 10/10/2014 EMSL

7th/8th/ 

9th Floors
Staircase D Window Glazing N/A N/A 38 N/A N/A N/A N/A N/A Metal Non-PCB Glazing <50 ppm

STAIRCASE D-PCB-WG02A-COMPOSITE              

(7th Floor)                                                                            

STAIRCASE D-PCB-WG02B-COMPOSITE             

(8th Floor)                                                                

STAIRCASE D-PCB-WG02C-COMPOSITE            

(9th Floor)

N/A 10/10/2014 EMSL

7th/9th/ 

11th Floors

North/South/East 

Elevations
Window Glazing N/A N/A 54 N/A N/A N/A N/A N/A Metal PCB Glazing >50 ppm

EAST/NORTH/SOUTH-PCB-WG03A-COMPOSITE 

(7th Floor)                                 

EAST/NORTH/SOUTH-PCB-WG03B-COMPOSITE 

(9th Floor)                                 

EAST/NORTH/SOUTH-PCB-WG03C-COMPOSITE 

(11th Floor)

N/A 10/10/2014 EMSL

7th/8th/ 

9th Floors
West Elevation Window Glazing N/A N/A 41 N/A N/A N/A N/A N/A Metal Non-PCB Glazing <50 ppm

WEST-PCB-WG04A-COMPOSITE                      

(7th Floor)                                                                                            

WEST-PCB-WG04B-COMPOSITE                      

(8th Floor)                                                                                   

WEST-PCB-WG04C-COMPOSITE                      

(9th Floor)

N/A 10/10/2014 EMSL

1st Floor East Elevation Exterior Door Frame Caulk N/A N/A 16.2 N/A N/A N/A N/A N/A Granite Non-PCB Caulk <50 ppm 1STFL-DC-PCB-01 N/A 8/13/2014 EMSL

1st Floor East Elevation Exterior Door Frame Caulk N/A N/A 11 N/A N/A N/A N/A N/A Granite Non-PCB Caulk <50 ppm GROUNDFL-PCB-EDC-02 N/A 10/7/2014 EMSL

1st Floor East Elevation Exterior Window Frame Caulk N/A
2.4  East                         

2.3  North
6.5 N/A N/A N/A N/A N/A Granite Non-PCB Caulk <50 ppm 1STFL-PCB-WC-01

1STFL-PCB-SUB-WC-02 (0")                    

1STFL-PCB-SUB-WC-03 (1")                          

1STFL-PCB-SUB-WC-04 (3")

9/11/2014 EMSL

1st Floor South Elevation Exterior Garage Gate Caulk N/A N/A 2.5 N/A N/A N/A N/A N/A Granite Non-PCB Caulk <50 ppm GROUNDFL-PCB-GGC-01 N/A 10/7/2014 EMSL

1st Floor East Elevation
Exterior Panel/Map Frame/Joint 

Caulk
N/A N/A 3.1 N/A N/A N/A N/A N/A Granite Non-PCB Caulk <50 ppm GROUNDFL-PCB-PMC-03 N/A 10/7/2014 EMSL

1st Floor East Elevation Exterior Window Frame Caulk N/A N/A 4.2 N/A N/A N/A N/A N/A Granite Non-PCB Caulk <50 ppm GROUNDFL-PCB-EWC-04 N/A 10/7/2014 EMSL

1st Floor East Elevation Exterior Window Frame Glazing N/A N/A 26.4 N/A N/A N/A N/A N/A Granite Non-PCB Glazing <50 ppm GROUNDFL-PCB-WG-05 N/A 10/7/2014 EMSL

1st Floor East Elevation
Exterior Window Frame Caulk on Top 

of Glazing
N/A N/A 4.1 N/A N/A N/A N/A N/A Granite Non-PCB Caulk <50 ppm GROUNDFL-PCB-EWC-06 N/A 10/7/2014 EMSL

1st Floor East Elevation Exterior Door Frame Caulk N/A N/A 2.6 N/A N/A N/A N/A N/A Granite Non-PCB Caulk <50 ppm GROUNDFL-PCB-DC-07 N/A 10/7/2014 EMSL

"Newer" Window = 

17,000;  22,000 / 

"Older" Window = 

74,000 (exact 

locations unknown)

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

PCB Substrate Characterization 1/14/15                                                                                                                                                    

370 Jay Street, Brooklyn, NY

TRC SUBSTRATE 

RESULTS 3" (ppm)

N/A

N/A

N/A

N/A

N/A

N/A
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FLOOR
TRC SPECIFIC SAMPLE 

LOCATION/ ELEVATION
DESCRIPTION

GZA CAULK RESULTS              

June 2012 (ppm)

ALC CAULK RESULTS    

April 2014 (ppm)

ALC CAULK RESULTS    

May 2014 (ppm)

TRC CAULK / 

GLAZING 

RESULTS (ppm)

TRC SUBSTRATE 

RESULTS 0"  

(ppm)

GZA SUBSTRATE 

RESULTS 1"         

May-June 2012 

(ppm)

TRC SUBSTRATE 

RESULTS 1" (ppm)

GZA SUBSTRATE 

RESULTS 3"         

May-June 2012 

(ppm)

TRC SUBSTRATE 

RESULTS 6" (ppm)
SUBSTRATE COMMENTS CAULK / GLAZING SAMPLE ID SUBSTRATE SAMPLE ID DATE COLLECTED LAB/NOTES

PCB Substrate Characterization 1/14/15                                                                                                                                                    

370 Jay Street, Brooklyn, NY

TRC SUBSTRATE 

RESULTS 3" (ppm)

2nd Floor South Elevation Exterior Window Frame Caulk 32,000 370 7.5 Sample Hold Limestone >25 ppm @ 0" 2NDFL-PCB-WC-07

2NDFL-PCB-SUB-WC-07 (0")              

2NDFL-PCB-SUB-WC-19 (1")                 

2NDFL-PCB-SUB-WC-20 (3")

8/6/2014 & 9/8/2014 EMSL

2nd Floor West Elevation Exterior Window Frame Caulk 20,000 490 13 Sample Hold Limestone >25 ppm @ 0" 2NDFL-PCB-WC-08

2NDFL-PCB-SUB-WC-08 (0")              

2NDFL-PCB-SUB-WC-22 (1")                    

2NDFL-PCB-SUB-WC-23 (3")

8/6/2014 & 9/8/2014 EMSL

2nd Floor North Elevation Exterior Window Frame Caulk N/A N/A 150 38 0.49 (RL) Sample Hold Limestone >25 ppm @ 1" N/A

2NDFL-PCB-SUB-WC-10 (0")                    

2NDFL-PCB-SUB-WC-11 (1")                   

2NDFL-PCB-SUB-WC-12 (3")

9/26/2014 EMSL

2nd Floor West Elevation Exterior Window Frame Caulk N/A N/A 240 7.3 0.49 (RL) Sample Hold Limestone >25 ppm @ 0" N/A

2NDFL-PCB-SUB-WC-01 (0")                     

2NDFL-PCB-SUB-WC-02 (1")                    

2NDFL-PCB-SUB-WC-03 (3")

9/30/2014 EMSL

3rd Floor West Elevation Exterior Window Frame Caulk 35,000 570 N/A 17 N/A Sample Hold Limestone >25 ppm @ 0" 3RDFL-PCB-WC-09

3RDFL-PCB-SUB-WC-09 (0")                  

3RDFL-PCB-SUB-WC-16 (1")                 

3RDFL-PCB-SUB-WC-17 (3")

8/7/2014 & 9/8/2014 EMSL

3rd Floor West Elevation Exterior Window Frame Caulk 230 260 N/A 0.61 N/A 0.5 (RL) Sample Hold Limestone >25 ppm @ 0" 3RDFL-PCB-WC-10

3RDFL-PCB-SUB-WC-10 (0")                    

3RDFL-PCB-SUB-WC-13 (1")                    

3RDFL-PCB-SUB-WC-14 (3")

8/7/2014 & 9/8/2014 EMSL

3rd Floor South Elevation Exterior Window Frame Caulk N/A N/A 200 N/A 16 N/A Sample Hold Limestone >25 ppm @ 0" N/A

3RDFL-PCB-SUB-WC-06 (0")                         

3RDFL-PCB-SUB-WC-07 (1")                   

3RDFL-PCB-SUB-WC-08 (3")

9/11/2014 EMSL

3rd Floor North Elevation Exterior Window Frame Caulk N/A N/A 120 N/A 10 N/A 0.56 Limestone >25 ppm @ 0" N/A

3RDFL-PCB-SUB-WC-14 (0")               

3RDFL-PCB-SUB-WC-15 (1")              

3RDFL-PCB-SUB-WC-16 (3")                

3RDFL-PCB-SUB-WC-17 (6")

9/26/2014 EMSL

4th Floor South Elevation Exterior Window Frame Caulk 21,000 300 N/A 7.2 N/A 0.5 (RL) Sample Hold Limestone >25 ppm @ 0" 4THFL-PCB-WC-11

4THFL-PCB-SUB-WC-11 (0")                       

4THFL-PCB-SUB-WC-07 (1")                      

4THFL-PCB-SUB-WC-08 (3")

8/7/2014 & 9/8/2014 EMSL

4th Floor West Elevation Exterior Window Frame Caulk 57,000 990 N/A 41 N/A Sample Hold Limestone >25 ppm @ 1" 4THFL-PCB-WC-12

4THFL-PCB-SUB-WC-12 (0")                 

4THFL-PCB-SUB-WC-10 (1")              

4THFL-PCB-SUB-WC-11 (3")

8/7/2014 & 9/8/2014 EMSL

4th Floor North Elevation Exterior Window Frame Caulk N/A N/A 220 N/A 22 N/A Sample Hold Limestone >25 ppm @ 0" N/A

4THFL-PCB-SUB-WC-18 (0")                

4THFL-PCB-SUB-WC-19 (1")                  

4THFL-PCB-SUB-WC-20 (3")

9/26/2014 EMSL

5th Floor West Elevation Exterior Window Frame Caulk N/A 480 N/A 19 N/A 0.49 (RL) Sample Hold Limestone >25 ppm @ 0" N/A

5THFL-PCB-SUB-WC-29 (0")                            

5THFL-PCB-SUB-WC-30 (1")                       

5THFL-PCB-SUB-WC-31 (3")

9/4/2014 EMSL

5th Floor East Elevation Exterior Window Frame Caulk N/A 640 N/A 30 N/A Sample Hold Limestone >25 ppm @ 1" N/A

5THFL-PCB-SUB-WC-13 (0")                      

5THFL-PCB-SUB-WC-14 (1")                      

5THFL-PCB-SUB-WC-15 (3")

8/28/2014 EMSL

5th Floor North Elevation Exterior Window Frame Caulk N/A N/A 240 N/A 13 N/A Sample Hold Limestone >25 ppm @ 0" N/A

5THFL-PCB-SUB-WC-22 (0")                  

5THFL-PCB-SUB-WC-23 (1")                  

5THFL-PCB-SUB-WC-24 (3")

9/26/2014 EMSL

6th Floor West Elevation Exterior Window Frame Caulk N/A 380 N/A 7.4 N/A Sample Hold Limestone >25 ppm @ 0" N/A

6THFL-PCB-SUB-WC-25 (0")                          

6THFL-PCB-SUB-WC-26 (1")                        

6THFL-PCB-SUB-WC-27 (3")

9/4/2014 EMSL

6th Floor East Elevation Exterior Window Frame Caulk N/A 340 N/A 14 N/A 0.63 Limestone >25 ppm @ 0" N/A

6THFL-PCB-SUB-WC-09 (0")                     

6THFL-PCB-SUB-WC-10 (1")                       

6THFL-PCB-SUB-WC-11 (3")                      

6THFL-PCB-SUB-WC-12 (6")

8/28/2014 EMSL

7th Floor North Elevation Exterior Window Frame Caulk 8,000 57 24 Sample Hold Limestone >25 ppm @ 0" 7THFL-PCB-WC-01

7THFL-PCB-SUB--WC-01 (0")                          

7THFL-PCB-SUB-WC-33 (1")                       

7THFL-PCB-SUB-WC-34 (3")

8/5/2014 & 9/4/2014 EMSL

7th Floor South Elevation Exterior Window Frame Caulk 15,000 140 0.68 0.5 (RL) Limestone >25 ppm @ 0" 7THFL-PCB-WC-02

7THFL-PCB-SUB-WC-02 (0")                     

7THFL-PCB-SUB-WC-36 (1")                       

7THFL-PCB-SUB-WC-37 (3")                     

7THFL-PCB-SUB-WC-38 (6")

8/5/2014 & 9/4/2014 EMSL

8th Floor West Elevation Exterior Window Frame Caulk 23,000 220 N/A 20 N/A Sample Hold Limestone >25 ppm @ 0" 8THFL-PCB-WC-03

8THFL-PCB-SUB-WC-03 (0")                  

8THFL-PCB-SUB-WC-01 (1")                  

8THFL-PCB-SUB-WC-02 (3")

8/5/2014 & 9/8/2014 EMSL

8th Floor West Elevation Exterior Window Frame Caulk 25,000 320 N/A 19 N/A Sample Hold Limestone >25 ppm @ 0" 8THFL-PCB-WC-04

8THFL-PCB-SUB-WC-04 (0")                  

8THFL-PCB-SUB-WC-04 (1")                      

8THFL-PCB-SUB-WC-05 (3")

8/5/2014 & 9/8/2014 EMSL

9th Floor South Elevation Exterior Window Frame Caulk N/A 290 N/A 21 N/A Sample Hold Limestone >25 ppm @ 0" N/A

9THFL-PCB-SUB-WC-17 (0")                   

9THFL-PCB-SUB-WC-18 (1")                  

9THFL-PCB-SUB-WC-19 (3")

9/5/2014 EMSL

9th Floor West Elevation Exterior Window Frame Caulk N/A 190 N/A 5.7 N/A 0.5 (RL) Sample Hold Limestone >25 ppm @ 0" N/A

9THFL-PCB-SUB-WC-21 (0")                

9THFL-PCB-SUB-WC-22 (1")                   

9THFL-PCB-SUB-WC-23 (3")

9/3/2014 EMSL

9th Floor East Elevation Exterior Window Frame Caulk N/A 420 N/A 26 N/A Sample Hold Limestone >25 ppm @ 1" N/A

9THFL-PCB-SUB-WC-05 (0")                    

9THFL-PCB-SUB-WC-06 (1")                    

9THFL-PCB-SUB-WC-07 (3")

8/27/2014 EMSL

0.8

2.2

1.7

0.9

0.8

0.81

9.7

0.8

1.0

1.1

0.63

2.1

0.64

0.64

0.78

0.88

0.86

15,000  West                    

20,000  South
N/A

46,000  North                   

32,000  East
N/A

"Newer" Window = 

17,000;  22,000 / 

"Older" Window = 

74,000 (exact 

locations unknown)

26,000  North         

41,000  East

54,000                              

28 

23,000  South                   

27,000  West

3.4

N/A

N/A

N/A

N/A

N/A

68,000  West      15,000  

South

22,000  East                      

97,000  North

2.2  West                          

2.6  South
3 ND

81,000  North     80,000  

East

ND
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FLOOR
TRC SPECIFIC SAMPLE 

LOCATION/ ELEVATION
DESCRIPTION

GZA CAULK RESULTS              

June 2012 (ppm)

ALC CAULK RESULTS    

April 2014 (ppm)

ALC CAULK RESULTS    

May 2014 (ppm)

TRC CAULK / 

GLAZING 

RESULTS (ppm)

TRC SUBSTRATE 

RESULTS 0"  

(ppm)

GZA SUBSTRATE 

RESULTS 1"         

May-June 2012 

(ppm)

TRC SUBSTRATE 

RESULTS 1" (ppm)

GZA SUBSTRATE 

RESULTS 3"         

May-June 2012 

(ppm)

TRC SUBSTRATE 

RESULTS 6" (ppm)
SUBSTRATE COMMENTS CAULK / GLAZING SAMPLE ID SUBSTRATE SAMPLE ID DATE COLLECTED LAB/NOTES

PCB Substrate Characterization 1/14/15                                                                                                                                                    

370 Jay Street, Brooklyn, NY

TRC SUBSTRATE 

RESULTS 3" (ppm)

10th Floor South Elevation Exterior Window Frame Caulk N/A 410 N/A 17 N/A Sample Hold Limestone >25 ppm @ 0" N/A

10THFL-PCB-SUB-WC-13 (0") 

10THFL-PCB-SUB-WC-14 (1") 

10THFL-PCB-SUB-WC-15 (3")

9/5/2014 EMSL

10th Floor West Elevation Exterior Window Frame Caulk N/A 280 N/A 7 N/A Sample Hold Limestone >25 ppm @ 0" N/A

10THFL-PCB-SUB-WC-17 (0") 

10THFL-PCB-SUB-WC-18 (1") 

10THFL-PCB-SUB-WC-19 (3")

9/3/2014 EMSL

10th Floor East Elevation Exterior Window Frame Caulk N/A 380 N/A 14 N/A 1.8 Limestone >25 ppm @ 0" N/A

10THFL-PCB-SUB-WC-01 (0") 

10THFL-PCB-SUB-WC-02 (1") 

10THFL-PCB-SUB-WC-03 (3") 

10THFL-PCB-SUB-WC-04 (6")

8/27/2014 EMSL

11th Floor South Elevation Exterior Window Frame Caulk N/A
56,000  East                               

45,000  North
N/A 380 N/A 27 N/A Sample Hold Limestone >25 ppm @ 1" N/A

11THFL-PCB-SUB-WC-09 (0") 

11THFL-PCB-SUB-WC-10 (1") 

11THFL-PCB-SUB-WC-11 (3")

9/5/2014 EMSL

11th Floor West Elevation Exterior Window Frame Caulk N/A 210 N/A 4.4 N/A Sample Hold Limestone >25 ppm @ 0" N/A

11THFL-PCB-SUB-WC-13 (0") 

11THFL-PCB-SUB-WC-14 (1") 

11THFL-PCB-SUB-WC-15 (3")

9/2/2014 EMSL

11th Floor East Elevation Exterior Window Frame Caulk N/A 570 N/A 15 N/A Sample Hold Limestone >25 ppm @ 0" N/A

11THFL-PCB-SUB-WC-03 (0") 

11THFL-PCB-SUB-WC-04 (1") 

11THFL-PCB-SUB-WC-05 (3")

8/26/2014 EMSL

12th Floor South Elevation Exterior Window Frame Caulk N/A 190 N/A 14 N/A Sample Hold Limestone >25 ppm @ 0" N/A

12THFL-PCB-SUB-WC-05 (0") 

12THFL-PCB-SUB-WC-06 (1") 

12THFL-PCB-SUB-WC-07 (3")

9/5/2014 EMSL

12th Floor East Elevation Exterior Window Frame Caulk N/A 260 N/A 13 N/A Sample Hold Limestone >25 ppm @ 0" N/A

12THFL-PCB-SUB-WC-02 (0") 

12THFL-PCB-SUB-WC-06 (1") 

12THFL-PCB-SUB-WC-07 (3")

8/25-26/2014 EMSL

12th Floor West Elevation Exterior Window Frame Caulk N/A 350 N/A 8.4 N/A Sample Hold Limestone >25 ppm @ 0" N/A

12THFL-PCB-SUB-WC-09 (0") 

12THFL-PCB-SUB-WC-10 (1") 

12THFL-PCB-SUB-WC-11 (3")

9/2/2014 EMSL

13th Floor South Elevation Exterior Window Frame Caulk N/A 280 N/A 33 N/A Sample Hold Limestone >25 ppm @ 1" N/A

13THFL-PCB-SUB-WC-01 (0") 

13THFL-PCB-SUB-WC-02 (1") 

13THFL-PCB-SUB-WC-03 (3")

9/5/2014 EMSL

13th Floor East Elevation Exterior Window Frame Caulk N/A 580 N/A 16 N/A Sample Hold Limestone >25 ppm @ 0" N/A

13THFL-PCB-SUB-WC-01 (0") 

13THFL-PCB-SUB-WC-08 (1") 

13THFL-PCB-SUB-WC-09 (3")

8/25-26/2014 EMSL

13th Floor West Elevation Exterior Window Frame Caulk N/A 340 N/A 4.7 N/A 0.65 Limestone >25 ppm @ 0" N/A

13THFL-PCB-SUB-WC-05 (0") 

13THFL-PCB-SUB-WC-06 (1") 

13THFL-PCB-SUB-WC-07 (3") 

13THFL-PCB-SUB-WC-08 (6")

8/29/2014 EMSL

14th Floor West Elevation Exterior Window Frame Caulk 5,300 N/A N/A 110 N/A 5.4 N/A Sample Hold Limestone >25 ppm @ 0" N/A

14THFL-PCB-SUB-WC-01 (0") 

14THFL-PCB-SUB-WC-02 (1") 

14THFL-PCB-SUB-WC-03 (3")

8/29/2014 EMSL

14th Floor East Elevation
Exterior Window Frame 

Caulk/Expansion Joint Caulk
1.3 ND N/A N/A Stucco <25 ppm 14THFL-PCB-WC-05 14THFL-PCB-SUB-WC-05 8/6/2014 EMSL

332.42 15.51 0.91

295 14 0.64

380 13 N/A

8/6/2014 Notes

8/7/2014 N/A = Not Analyzed

8/25/2014 ND = Not Detected

8/26/2014 ppm = parts per million

8/27/2014 RL = Reporting Limit

8/28/2014

8/29/2014

9/2/2014

9/3/2014

9/4/2014

9/5/2014

9/8/2014

9/11/2014

9/26/2014

9/30/2014

0.89

N/A

N/A

1.41

0.895

2.2

1.1

7.1

3.7

1.3

2.5

1.4

0.93

2.5

2.1

0.82

0.87
N/A

16,000  West                  

24,000  South

MODE CONCENTRATION:     

140

N/A
56,000  East                               

45,000  North

Newer Window = 

17,000 ; 22,000  / 

"Older" Window = 

74,000  (exact 

locations unknown)

Stucco

Below Reporting Limit (0.47 ppm)

Below Reporting Limit (0.50 ppm)

Below Reporting Limit (0.50 ppm)

Below Reporting Limit (0.50 ppm)

Below Reporting Limit (0.50 ppm)

N/A N/A<500 ppm @ 0" (Average)N/A N/A N/A N/A N/A

<25 ppm 14THFL-PCB-WC-06 14THFL-PCB-SUB-WC-06 8/6/2014 EMSL

AVERAGE SUBSTRATE CONCENTRATION:     

MEDIAN CONCENTRATION:     

14th Floor South Elevation

0.245

Below Reporting Limit (0.48 ppm)

ND

Below Reporting Limit (0.50 ppm)

Below Reporting Limit (0.50 ppm)

Below Reporting Limit (0.50 ppm)

Below Reporting Limit (0.49 ppm)

Below Reporting Limit (0.49 ppm)

Below Reporting Limit (0.50 ppm)

Below Reporting Limit (0.50 ppm)

Below Reporting Limit (0.50 ppm)

Below Reporting Limit (0.48 ppm)

ND N/A

32,000  West      33,000  

South

82
18,000  North                         

21,000  East

Exterior Window Frame Caulk ND

DAILY SUBSTRATE EQUIPMENT SAMPLES

ND
1.5                                    

0.97                    

2.1  West                              

6.7  South
N/A
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APPENDIX A 
 

LABORATORY ANALYTICAL DATA 
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Sikagard® 670W Clear
Water-based, 100% acrylic, protective coating

Description Sikagard 670W Clear is a clear, water-based acrylic protective coating. Sikagard 670W Clear pre-
vents moisture ingress, is water vapor permeable, and provides an excellent carbonation barrier. 

Where to Use Protective coating for exposed aggregate surfaces, concrete, masonry and brick. Application on 
vertical, overhead and Horizontal (non-traffic bearing) surfaces.

Advantages n	Provides resistance to weathering, frost and de-icing salts.
	 n	 Improves look of structure without changing appearance.
	 n	Excellent adhesion.
	 n	High UV light resistance.
	 n	Excellent resistance to carbon dioxide and other aggressive gas diffusion.
	 n	Water vapor permeable (breathable).
	 n	Easy application by brush, roller or spray.
	 n	Resistant to dirt pick-up.
	 n	Prevents ingress of chlorides.
	 n	Cost-effective protection.

Coverage Theoretical per coat: 160 sq. ft./gal. Wet film thickness: 10 mils. Dry film thickness:   2.3 mils.
 All coverage is dependent on porosity of substrate. In addition, allowance must be made for surface 

profile. Unavoidable variation in application thickness, loss and waste.
 Normal coating system is one coat minimum at a total nominal dry film thickness of 2.3 mils. The to-

tal number of coats depends on the porosity of the substrate. On very porous substrates, two coats 
will typically be required.

Packaging 5 gallon, re-closable plastic pails.

Product Data Sheet
Edition 5.27.2011
Sikagard 670W Clear

Typical Data (Material and curing conditions at 73°F (23°C) and 50% R.H.)

Shelf Life 1 year in original, unopened container.
Storage Conditions Store dry at 40°-95°F (4°-35°C). Condition material to 65°-75°F 

(18°-24°C) before using. Protect from freezing. If frozen, discard.
Pot Life Indefinite, provided proper care is taken in protecting the system 

from moisture, freezing, contamination, or evaporation.
Solids Content 23% by volume
Viscosity 117-123 ku
VOC Content 193 g/L
Waiting and Drying Times at 2.3 mils, Dry
 Between Coats Rain Resistant After/Final Drying
 45°F (7°C) approx. 70 min. approx. 3 hours  
 68°F (20°C) approx. 60 min. approx. 1 hour and 15 min. 
 85°F (30°C) approx. 15 min. approx. 1 hour  
Water Resistance  (Cure Time = 1, 3, and 7 days) at 2.3 mils, Dry
       ASTM D-2247: very good resistance to whitening (ASTM score = 8, where 10 is perfect)
 ASTM D-714: No blisters (ASTM score = 10, where 10 is none)
Moisture Vapor Permeability (ASTM D-1653) at 2.3 Mils, Dry 7.72 perms

Water Spotting (Tested at 3 hr., 1, 2, 3, and 7 days)
 ASTM D-1848: Very good resistance to whitening
 (ASTM score = 8, where 10 is perfect)
Water Vapor Transmission (at 2.3 mils=55.2 microns dry film thickness)
 µ - value H2O (diffusion coefficient) = 10,300
 Sd H2O (equivalent air thickness) = 6 ft. (1.70 m.)
Carbon Dioxide Diffusion (at 2.3 mils=55.2 microns dry film thickness)
 µ - value CO2 (diffusion coefficient) = 631,000
 Sd CO2 (equivalent air thickness) = 226 ft. (69 m.)
 Sc (equivalent concrete thickness) = 7 in. (17 cm.)

ReSULTS MAy DiFFeR BASeD UPOn STATiSTiCAL VARiATiOnS DePenDing UPOn Mixing MeThODS AnD eqUiPMenT, 
TeMPeRATURe, APPLiCATiOn MeThODS, TeST MeThODS, ACTUAL SiTe COnDiTiOnS AnD CURing COnDiTiOnS.
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Visit our website at www.sikausa.com 1-800-933-SiKA nATiOnWiDe
Regional information and Sales Centers. For the location of your nearest Sika sales office, contact your regional center.

Sika Corporation Sika Canada inc. Sika Mexicana S.A. de C.V. 
201 Polito Avenue 601 Delmar Avenue Carretera Libre Celaya Km. 8.5
Lyndhurst, NJ 07071 Pointe Claire Fracc. Industrial Balvanera
Phone: 800-933-7452 Quebec H9R 4A9 Corregidora, Queretaro
Fax: 201-933-6225 Phone: 514-697-2610 C.P. 76920
 Fax: 514-694-2792 Phone: 52 442 2385800

  Fax: 52 442 2250537

KEEP CONTAINER TIGHTLY CLOSED • KEEP OUT OF REACH OF CHILDREN • NOT FOR INTERNAL CONSUMPTION • FOR INDUSTRIAL USE ONLY
All information provided by Sika Corporation (“Sika”) concerning Sika products, including but not limited to, any recommendations and advice relating to the 
application and use of Sika products, is given in good faith based on Sika’s current experience and knowledge of its products when properly stored, handled 
and applied under normal conditions in accordance with Sika’s instructions.  In practice, the differences in materials, substrates, storage and handling condi-
tions, actual site conditions and other factors outside of Sika’s control are such that Sika assumes no liability for the provision of such information, advice, 
recommendations or instructions related to its products, nor shall any legal relationship be created by or arise from the provision of such information, advice, 
recommendations or instructions related to its products.  The user of the Sika product(s) must test the product(s) for suitability for the intended application 
and purpose before proceeding with the full application of the product(s). Sika reserves the right to change the properties of its products without notice.  
All sales of Sika product(s) are subject to its current terms and conditions of sale which are available at www.sikausa.com or by calling 800-933-7452.  
Prior to each use of any Sika product, the user must always read and follow the warnings and instructions on the product’s most current Technical 
Data Sheet, product label and Material Safety Data Sheet which are available online at www.sikausa.com or by calling Sika's Technical Service 
Department at 800-933-7452.  nothing contained in any Sika materials relieves the user of the obligation to read and follow the warnings and 
instruction for each Sika product as set forth in the current Technical Data Sheet, product label and Material Safety Data Sheet prior to product use. 
LiMiTeD WARRAnTy: Sika warrants this product for one year from date of installation to be free from manufacturing defects and to meet the 
technical properties on the current Technical Data Sheet if used as directed within shelf life. User determines suitability of product for intended 
use and assumes all risks. Buyer’s sole remedy shall be limited to the purchase price or replacement of product exclusive of labor or cost of labor. 
nO OTheR WARRAnTieS exPReSS OR iMPLieD ShALL APPLy inCLUDing Any WARRAnTy OF MeRChAnTABiLiTy OR FiTneSS FOR A PARTiCULAR 
PURPOSe. SiKA ShALL nOT Be LiABLe UnDeR Any LegAL TheORy FOR SPeCiAL OR COnSeqUenTiAL DAMAgeS. SiKA ShALL nOT Be ReSPOnSiBLe 
FOR The USe OF ThiS PRODUCT in A MAnneR TO inFRinge On Any PATenT OR Any OTheR inTeLLeCTUAL PROPeRTy RighTS heLD By OTheRS.

Sika and Sikagard are registered trademarks. 
Printed in Canada.

how to Use
Surface Preparation All surfaces to be coated must be  dry, clean, sound and frost-free with curing compound residues 

and any other foreign matter removed.  An open textured sandpaper-like surface is ideal (CSP 3 as 
per ICRI guidelines).  Where necessary, surfaces should be prepared mechanically by blast  clean-
ing or high pressure waterjetting. Bugholes, cracks or irregularities of substrate should be filled and 
leveled with SikaTop, Sika MonoTop leveling mortar as appropriate.

Mixing Stir thoroughly  to ensure uniformity using a low speed (400-600 rpm) drill and Sika paddle.  

Application Any areas of glass or other surfaces  should be masked. Recommended application temperatures 
(ambient and substrate) 45°-95°F (5°-35°C).  Sikagard 670W Clear  can be applied by brush, roller, 
or spray over entire area moving in one direction.  Sikagard 670W Clear is usually applied using a 
short nap roller. Allow a minimum of 60 minutes  prior to re-coating. At lower temperatures and high 
humidity, waiting time will be prolonged.  At higher temperatures, work carefully to maintain a ‘wet’ 
edge. As with all coatings, jobsite mock-ups should always be completed to confirm accept-
ability of workmanship, material and aesthetics.

Limitations n	Not  designed for use as a traffic-bearing surface.
	 n	Substrate must be dry prior to the application. Allow sufficient time for the substrate to dry after 

rain or other inclement conditions, as this could cause bonding problems. A white haze may 
develop if moisture is trapped behind the coating. 

	 n	Minimum age of normal concrete prior to  the application is 14 days, depending on curing and 
drying conditions. Substrate must be strong enough to properly prepare by mechanical means, 
achieving a sandpaper-like surface (CSP 3 as per ICRI guidelines).

	 n	Sikagard 670W Clear should not be applied at relative humidities greater than 90%, or if rain is 
forecast within the specified rain resistance period.

	 n	Do not thin.
	 n	Do not apply if the ambient and substrate temperature are within 5°F (3°C) of the dew point 

temperature.
	 n	Minimum age of SikaTop or Sika MonoTop thin layer renderings is 3 days prior to the applica-

tion of Sikagard 670W Clear.
	 n	Do not use over moving cracks.
	 n	Product must be protected from freezing.  If frozen, discard.
	 n	During application, regular monitoring of wet film thickness and material consumption is advised 

to ensure that the correct layer thickness is achieved.
	 n	When over-coating existing coatings, compatibility and adhesion testing is recommended.
	 n	Do not store Sikagard 670W Clear in direct sunlight for prolonged periods.

Caution
Warning Avoid breathing vapors. Use only with adequate ventilation. May cause respiratory irritation and 

headaches.

irritant Skin, eye, and respiratory irritant; avoid contact.  Use of safety goggles and chemical resistant 
gloves is recommended.  Remove contaminated clothing.

First Aid In case of eye contact, flush with water for 15 minutes, contact physician immediately. For skin 
contact, wash skin with soap water.  For respiratory problems, remove person to fresh air.  Wash 
clothing before re-use.

Spill Clean Up Confine spill, ventilate closed areas, and collect with absorbent material.  Dispose of in accordance 
with current, applicable, local, state, and federal regulations.  Uncured material can be removed 
water.  Cured material can only be removed mechanically.
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1.0 INTRODUCTION 

TRC Environmental Corporation (TRC) has prepared this Maintenance and Monitoring 
Implementation Plan in accordance with the Toxic Substances Control Act (TSCA), on 
behalf of New York University (NYU).  This plan presents the monitoring and maintenance 
activities that will be conducted to assess the long-term efficacy of the encapsulant 
applied, as an interim measure, to exterior limestone substrate after the removal of the 
associated window frame caulk identified as containing polychlorinated biphenyls (PCBs) 
at concentrations ≥ 50 parts per million (ppm). 
 
1.1 Background 
The Site was the former MTA headquarters with an original certificate of occupancy by 
the New York City Department of Buildings in 1951 for the New York City Transit Authority. 
It is a fourteen story building with three (3) mechanical penthouse floors (fifteenth, 
sixteenth, and sixteenth floor plenum floors).  The building consists of approximately 
460,000 square feet of offices and workshops above ground in an L-shaped layout. The 
building located along Jay Street from Willoughby Street at the south to Renaissance 
Plaza at the north, then west to Pearl Street Extension. Two (2) exterior ground floor 
arcades on the north and south ends of the Jay Street provide stair, escalator and elevator 
access to the Jay Street-Metrotech subway station below and provide access to the 
building entrances. Below-grade, part of the building footprint is occupied by the subway 
station. The remaining space is primarily parking, storage and building service areas on 
two levels accessible on the north side, with five levels of accessible storage from the 
south side, and additional dedicated areas used for subway/police communications to be 
reserved for MTA operations essential to subway service below.  
 
The subject building was constructed in 1951 and remains intact and primarily un-
renovated with the exception of the fourteenth floor of the main portion of the building.  
Interior walls are constructed primarily of plaster and drywall with concrete floors and 
ceilings. Support columns and beams are constructed of structural steel and reinforced 
concrete and the façade is primarily bare limestone with metal windows. Four (4) sets of 
fire staircases are situated in the subject building core, adjacent to a bank of elevators 
that serve the structure as well as along northwest corner of the building.  An external 
stair tower is located on the southwest side of the building.  NYU is planning a gut  
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renovation of the entire building including replacement of approximately 1,100 exterior 
windows and 64 exterior doors. The total NYU gross building renovation area will be 
approximately 460,000 SF.  NYU intends to use the building for classrooms and office 
space. 
 
GZA Environmental Inc. (GZA) conducted a hazardous materials inspection in 
conjunction with a Phase I Environmental Site Assessment in May and June 2012.  GZA 
concluded that PCB window caulking with PCB concentrations > 50 ppm is not authorized 
for use according to EPA, and must be disposed of as PCB bulk product waste according 
to 40 CFR 761.62. PCB remediation waste (porous facade stone) contaminated by the 
surrounding window caulking is subject to the cleanup and disposal requirements of 40 
CFR 761.61.  A subsequent investigation consisting of supplemental asbestos and PCB 
sampling was conducted by ALC Environmental (ALC) in April and May 2014.  The 
sample summary table and laboratory results from ALC and Phoenix Environmental 
Laboratories, Inc. identify PCB caulk (>50 ppm) around the windows on the third through 
thirteenth floor elevations on the north, south, east or west facades ranging from 82 ppm 
to 97,000 ppm.  There was also one (1) sample collected from a window on the fourteenth 
floor elevation (no indication on which façade it was collected) which had a concentration 
of 5,300 ppm.  Caulk samples collected from the first floor, second floor and roof parapet 
and roof facade had PCB concentrations below 50 ppm. 

 
As a result of the findings from both the GZA and ALC investigations, TRC was requested 
by NYU to perform additional quality assurance sampling of caulk materials, perform a 
detailed caulk substrate characterization, and develop a remedial approach for the 
ACM/PCB window caulk at 370 Jay Street in Brooklyn, New York.   A total of 148 
representative samples were collected from multiple elevations, covering all of the 
facades, and submitted for PCB laboratory analysis, as summarized below: 

• 14 exterior window frame caulk samples; 
• 5 window glazing samples; 
• 5 exterior door frame caulk samples; 
• 8 parapet caulk samples; 
• 113 limestone samples; and 
•      3 stucco samples.  
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Based on PCB investigations performed by GZA, ALC, and TRC, NYU has decided to 
remediate the exterior window frame caulk/glaze classified as PCB Bulk Product Waste, 
by removing and disposing of the caulk/glaze and window components together as part 
of building renovation activities.  NYU will also encapsulate the surrounding exterior 
limestone substrate impacted by PCBs 25ppm or greater, between the second floor and 
the fourteenth floor utilizing Sikaguard 670W, a water dispersed, clear, acrylic, protective 
coating.  
 
2.0 INSPECTION AND MONITORING ACTIVITIES  

Inspection and monitoring activities will be conducted to monitor, over time, the efficacy 
of the remedy for PCB-containing exterior limestone encapsulated through the application 
of Sikaguard 670W.  The proposed locations of the encapsulated materials are depicted 
on Figures PCB 105.00-108.00. 
 
As discussed in the Interim Measures Plan, the evaluation of the effectiveness of the 
Interim Measures will be accomplished through: 
 
• Visual inspection; 
 
• Encapsulated Surfaces Wipe Samples – To be collected from the encapsulant to 

assess the concentrations of PCBs on the surface of the encapsulating barrier; and 
 
• Indoor  Air  Samples  -  to  assess  post  Interim  Measure  concentrations  as  to  

the  efficacy  of  the encapsulation in regard to indoor air levels. 
 
The frequency of the three (3) components described above may be adjusted and will be 
determined by the effectiveness of the remediation method.   
 

2.1 Visual Inspections 

Visual inspections of the encapsulated surfaces will be conducted between the second and 
fourteenth floors.  Beginning six (6) months following the completion of the confirmatory wipe 
sampling, NYU will perform an inspection of encapsulated surfaces, focusing on those areas 
that would be directly accessible to building maintenance personnel.  The inspections will 



 

MMIP  5 
370 Jay Street, Brooklyn, New York   

be visual in nature, and will be intended to confirm that the coated surfaces are in good 
condition. The inspector will visually observe representative coated surfaces at the Site. 
Evidence of deterioration of the encapsulant, including wear, chipping, or flaking, will be 
noted. 
 
If encapsulant deterioration (minor chipping, flaking, or wear spots) are noted through the 
visual inspection, NYU will arrange to have those areas re-coated with a double layer of 
the appropriate product. 
 
Following the inspection (and appropriate response actions, as needed) at the three (3) 
year mark, an additional inspection procedure shall be performed at the five (5) year mark. 
 
The inspections, and any necessary repairs to the coated surfaces, will be documented 
on an official inspection form, and the forms will be maintained for the life of the building, 
or until the PCB contaminated material is removed. The inspection form, along with a 
cover letter outlining any repair of the coated surfaces NYU intends to undertake, will be 
maintained. 
  
Upon evaluation of the three (3) and five (5) year inspections, a re-evaluation of long term 
monitoring shall be presented to EPA to determine whether or not additional long term 
monitoring will need to be performed. 
 

2.2 Wipe Sampling 

To confirm that the encapsulant meets performance requirements, wipe sampling will 
be performed at locations potentially accessible to building maintenance personnel. 
Wipe samples will be collected immediately adjacent to (within 6 inches of the caulk line) 
where PCB Bulk Product Waste caulking was removed. The wipe sampling will be 
conducted after the encapsulant has cured. 
 
Wipe samples will be collected per standard wipe test protocols in accordance with 40 CFR 
761.123.  Gauze pads which are pre-moistened with hexane, or other appropriate wetting 
agent, shall be used to collect wipe samples.  A one-use template or site specific outline will 
be used to delineate a 100 cm2 sampling area. Wipes shall be collected within the sampling 
area by first wiping in an “S” like motion side to side, followed by folding the wipe media 
inwards and then wiping the sampling area in an “S” like motion up and down.  The wipe 
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media shall then be placed in a glass jar with a Teflon covered lid for transportation in a 
cooler where they will be analyzed at a state-certified laboratory for PCBs via EPA Method 
8082 and extracted via EPA Method 3540C. 
 
The encapsulant will be shown to be performing adequately if all wipe samples have 
concentrations of less than 100 µg/100 cm2.  This level was selected because the 
encapsulant will form a non-porous surface after application. The following confirmatory 
wipe sampling program is proposed: 
 

 Four (4) exterior wipe samples (per floor) representing all facades 
 One (1) trip blank sample for laboratory quality control purposes, per sampling event 
 One (1) duplicate sample for laboratory quality control purposes, per sampling event 

 
In total,  a minimum of 56  surface  samples  (in addition to the  quality  assurance  trip and 
duplicate samples referenced above)  will  be  submitted  for laboratory analysis. 

 
If any of the confirmatory wipe samples indicates a PCB concentration greater than 100 
µg/100 cm2, and depending upon the extent of the exceedance, and with input from the 
EPA, NYU will prepare a more detailed site specific risk assessment to determine if the 
exposure pathway is complete and if the 100 µg/100 cm2 action level is appropriate or if re-
coating and re-sampling is appropriate. 
 
A specific sampling plan including exact locations, schedules, and sketches shall be 
provided to EPA at a later date for approval to address the long term monitoring following 
building occupancy. 
 
It is anticipated that following the wipe sampling at the six (6) month mark (after initial 
encapsulant application and appropriate response actions, as needed), additional wipe 
sampling shall be performed at the three (3) and five (5) year mark. 
 
Upon results of these inspections at the six (6) month mark, three (3) year mark, and five 
(5) year mark, a reevaluation of long term monitoring requirements will be discussed with 
EPA to determine whether or not additional sampling shall be performed. 
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2.3 Indoor Air  

Following completion of renovation activities and as part of commissioning of the building, 
PCB air samples will be collected inside the building. As it is not anticipated that the 
confirmatory post-remediation indoor air samples will exceed the EPA's public health 
target of 500 nanograms per cubic meter (ng/m³) value for adults, one round of air 
samples will be collected.   However, if the confirmatory post-remediation indoor air 
samples are in exceedance, then additional indoor air sampling will be conducted on an 
annual basis until two successive rounds are found to be below the criteria. 
 
Samples will be collected  using a Polyurethane  Foam (PUF)  Media cartridge following 
EPA Method TO- 10A,  Determination   and  PCBs  in  Ambient   Air  Using  Low  Volume. 
Samples will be submitted for PCB analysis by EPA Method 680 Modified.  The PUF 
cartridges will be attached to a stand located in the middle of the room being sampled 
and at a height of approximately 3-5 feet above the floor.  The pumps will be calibrated 
to draw air through the cartridges at an approximate flow rate of five (5) liters per minute 
for approximately seven (7) hours each. A total of 52  samples from the following locations 
will be included the program: (four (4) samples per floor from second floor through 14th 
floor, and one (1) sample at the sixteenth floor). Samples will be collected from two 
classroom spaces, an office space, and a common area for each of these floors, with the 
exception of the sixteenth floor where the space is utilized as a mechanical space not 
accessible to general building occupants.  Five (5) duplicate samples will be collected as 
part of the overall project QA/QC measures.    
 
Upon receipt of the analytical results and data validation, the sample data will be 
compared to the action levels as described below and documented in the report submitted 
to EPA.   This report will include a recommendation for continuing or refining the sample 
frequency based on the results. 
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3.0 ACTION LEVELS AND CORRECTIVE MEASURES 

Based on a review of the products’ technical specifications and applied locations (exterior 
limestone substrate), it is not anticipated that the encapsulant will require any additional 
or routine maintenance activities other than potential corrective measures that may be 
deemed necessary as a result of the inspection and monitoring activities. 
 
The results from each of the three (3) components of the inspection and monitoring 
activities will be used in conjunction with one another to evaluate the overall effectiveness 
of the interim measure over time and to determine what corrective measures may be 
required.  The replacement windows will be inoperable and therefore access to the 
exterior limestone substrate by potential receptors will be low.   No children would be 
present in the inside of the buildings, except during possible short duration visits with NYU 
staff.  There will be no child care facilities within the buildings.   
 
The specific action level for each component of the monitoring is as follows: 
 
• Results from surface wipe samples of the encapsulated exterior limestone 

substrate will be compared to the low occupancy use criteria for non-porous 
surfaces of 100 µg/100 cm²; 

 
• Results from the indoor air samples will be compared to EPA’s December 2014 

public health levels of PCBs in school indoor air for ages 19 plus and adults of 500 
ng/m³. 

 
Upon receipt of the laboratory results after each monitoring round, the data will be 
evaluated as follows to determine whether additional monitoring or corrective measures 
are needed. 
 
• For encapsulated surfaces: 

o Wipe results indicate that PCBs are ≤ 100 µg/100 cm² – no additional action, 
long term maintenance and monitoring to continue in accordance with this 
plan. 

o Wipe results indicate that PCBs are > 100 µg/100 cm² - continued  
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monitoring of locations with reported concentrations > 100 µg/100 cm², 
results and potential corrective actions to be evaluated by NYU in 
conjunction with EPA. 

 
• For indoor air results: 

o If < 500 ng/m³ - no additional action, long term maintenance and monitoring 
to continue in accordance with this plan. 
 

o If > 500 ng/m³ - results and alternative solutions will be evaluated by NYU 
in conjunction with EPA. 

 
The intent of the laboratory results evaluation will be to assess all lines of evidence, 
collectively, to determine the overall effectiveness of the interim measures over time and 
whether corrective measures should be implemented.  These results/data will be 
incorporated into any decision regarding additional interim/corrective measures at this 
Site. 
 
4.0 TRAINING 

Based on discussions with NYU, it is not anticipated that any workers would come in routine 
contact with the encapsulated surfaces.  It is not anticipated that workers performing routine 
cleaning would require any special training or need to take extra precautions due to the 
presence of the new encapsulant; however, NYU will conduct general awareness training 
for maintenance personnel or contractors to ensure they are aware of the importance of 
maintaining the encapsulant.  NYU will prepare an annual awareness update on the exterior 
encapsulated limestone substrate and make this available to personnel via e-mail or 
postings. 
 
For any non-routine projects or maintenance activities that involve work on the exterior 
encapsulated limestone substrate, relevant and appropriate worker training requirements 
and procedures specific to the task will be developed and implemented.  
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5.0 COMMUNICATIONS AND REPORTING 

Long term monitoring will be conducted beginning six (6) months after the completion of 
the remediation activities.   The activities completed as part of this plan will be 
documented and submitted to EPA within 90 days following the monitoring activities. This 
report will document the following: 
 
• Results of the visual inspections; 
 
• Results of the sampling and analyses; 
 
• Comparisons to action levels and recommendations for corrective measures; 
 
• Any corrective measures implemented; 
 
• Any non-routine major projects conducted at the building that encountered the 

encapsulated area, and the training and protective measures that were 
implemented; 

 
• Any proposed modifications to the monitoring and maintenance program (e.g., 

based on the sampling results or discussions with EPA, the frequency of the 
program may be modified); 

 
• A statement on the continued efficacy of the encapsulants; 
 
• Confirmation that the annual awareness update on the exterior encapsulated 

limestone substrate was made available to personnel via email or postings; and 
 
• An update and status on plans for building demolition or removal of the exterior 

limestone substrate. 
 
This report will also include a recommendation for continuing or refining the sample 
frequency based on the results. In addition, if the results for the sampling and analyses 
indicate exceedances of project-specific action levels, EPA will be notified within 30 days  
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of receipt of the analytical data. This notification will also include proposed corrective 
measures, if required, in any of the exceedance areas.  Upon EPA approval of these 
proposed measures, they will be initiated within 30 days of Approval or some other 
specified and agreed upon interval depending on the required measures and procurement 
procedures that must be followed.   
 
It is possible that results of long term monitoring may warrant or require modifications to 
this plan.  In the event that a modification to the MMIP is necessary, such an amendment 
will be proposed to EPA for approval as part of the scheduled report submittal. 
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